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 1/32" = 1'-0"
1

PLUMBING SITE PLAN

 3/16" = 1'-0"
2

PLUMBING SITE PLAN - Callout 1
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PP101

PLUMBING SUPPLY
DISTRIBUTION -
PARTIAL FLOOR PLAN -
NORTH WING

NOVEMBER 19,  2015

100% CONSTRUCTION DOCUMENTS

KEY PLAN

N

 1/8" = 1'-0"
1

PLUMBING SUPPLY DISTRIBUTION -
PARTIAL FLOOR PLAN - NORTH WING

MEDICAL OXYGEN & VACUUM ALARM SENSORS.

ALL REQUIRED ALARM SIGNALS SHALL BE SEPARATELY HARD WIRED FROM
EACH ALARM SENSOR TO EACH ALARM PANEL. WIRING SHALL BE IN CONDUIT OR
RACEWAY. ALL MEDICAL OXYGEN AND VACUUM ALARM SIGNALS WILL BE
READABLE FROM THE EXISTING MEDICAL GAS MASTER ALARM PANEL LOCATED
IN EXISTING BOILER CONTROL AT EXISTING BUILDING 2. SEE PLUMBING SITE PLAN
PS100.

1

2

1/2"O2 & 3/4"MV DN TO OUTLERS/ INLETS, TYPICAL. (PROVIDE SLIDE
ADJACENT TO MEDICAL VACUUM INLET).

3/4" NG TO FIREPLACE WITH SHUT-OFF VALVE.  SEE GI001,  DEDUCTIVE
ALTERNATE #3

3

4
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N

KEY PLAN

 1/8" = 1'-0"
1

PLUMBING SUPPLY DISTRIBUTION -
PARTIAL FLOOR PLAN - WEST WING

MEDICAL OXYGEN & VACUUM ALARM SENSORS.

ALL REQUIRED ALARM SIGNALS SHALL BE SEPARATELY HARD WIRED
FROM EACH ALARM SENSORE TO EACH ALARM PANEL. WIRING SHALL BE
IN CONDUIT OR RACEWAY. ALL MEDICAL OXYGEN AND VACUUM ALARM
SIGNALS WILL BE READABLE FROM THE EXISTING MEDICAL GAS MASTER
ALARM PANEL LOCATED IN EXISTING BOILER CONTROL ROOM AT
EXISTING BUILDING 2. SEE PLUMBING SITE PLAN PS100.

1/2"O2 & 3/4"MV DN TO OUTLERS/ INLETS, TYPICAL. (PROVIDE SLIDE
ADJACENT TO MEDICAL VACUUM INLET).

1

3

2

DEDUCTIVE  ALT #2 - REFER TO 1/AS201D.
a. CAP PIPING WITH VALVES FOR CW, HW, HWR, NG, O2 AND MV 

FOR FUTURE CONNECTIONS.  LOCATE FUTURE 
CONNECTIONS TWO (2) FEET AT WEST OF CL. 2 , INSIDE THE 
SHELL SPACE.

b PROVIDE AUTOMATIC FIRE SPRINKLER SYSTEM IN THE SHELL 
SPACE WEST OF CL. 2.  AUTOMATIC FIRE SPRINKLER SYSTEM 
SHALL CONFORM TO THE REQUIREMENTS OF THE 2013 
EDITION OF NFPA 13.

5

6

7

DEDUCTIVE  ALT #5 - REFER TO 2/AS201D.
a. CAP PIPING WITH VALVES FOR CW, HW, HWR, NG, O2 AND MV 

FOR FUTURE CONNECTIONS.  LOCATE FUTURE 
CONNECTIONS TWO (2) FEET AT WEST OF CL. 2 , INSIDE THE 
SHELL SPACE.

b PROVIDE AUTOMATIC FIRE SPRINKLER SYSTEM IN THE SHELL 
SPACE WEST OF CL. 2.  AUTOMATIC FIRE SPRINKLER SYSTEM 
SHALL CONFORM TO THE REQUIREMENTS OF THE 2013 
EDITION OF NFPA 13.

DEDUCTIVE  ALT #10 - REFER TO 3/AS201D.
a. CAP PIPING WITH VALVES FOR CW, HW, HWR, NG, O2 AND MV 

FOR FUTURE CONNECTIONS.  LOCATE FUTURE 
CONNECTIONS TWO (2) FEET AT WEST OF CL. 2 , INSIDE THE 
SHELL SPACE.

b PROVIDE AUTOMATIC FIRE SPRINKLER SYSTEM IN THE SHELL 
SPACE WEST OF CL. 2.  AUTOMATIC FIRE SPRINKLER SYSTEM 
SHALL CONFORM TO THE REQUIREMENTS OF THE 2013 
EDITION OF NFPA 13.

4 3/4" NG TO FIREPLACE WITH SHUT-OFF VALVE.  SEE GI001,  DEDUCTIVE
ALTERNATE #3.
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PLUMBING PIPING
LARGE SCALE PARTIAL
PLANS
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N

KEY PLAN

 1/2" = 1'-0"
1

LARGE SCALE PLAN - HOUSE KEEPING
CLOSET, MEDICATION ROOM, SOILED
UTILITY ROOM AND STAFF/VISITOR
TOILETS

 1/2" = 1'-0"
2

LARGE SCALE PLAN - BACK TO BACK
BATHROOMS

2" SHOWER DRAIN.

4" FCO.

2" V DN.

4" SAN DN.

2" W, 1/2" CW, AND 1/2" HW DN.

2" CW (9.525 FU).

3/4" HW (3.525 FU).

2" W (2 DFU).

4" SAN (9 DFU).

4" SAN (18 DFU).

1-1/2" CW DN.

1/2" CW AND 1/2" HW DN.

3/4" CW AND 3/4" HW DN.

1-1/2" CW, 1" HW AND 4" SAN DN.

3" SAN.

2" CW (11.5 FU).

1/2" HW (1.5 FU).

2" CW (24.5 FU).

1 1/2" HW (17.025 FU).

2" W (1 DFU).

1 1/2" CW, 1/2" HW & 2"W STUB OUT FOR FUTURE SINK. CAPPED OFF.

1 1/4" HW (6.525 FU).

1/4"CW BOX W/ SHUT OFF VALVE ABOVE COUNTER FOR COFFEE MAKER.

1

2
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5
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7
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9
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11
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15
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17

18

19

20

 1/2" = 1'-0"
3

LARGE SCALE PLAN - LAUNDRY ROOM

21

22
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N
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PP202

PLUMBING PIPING
LARGE SCALE PARTIAL
PLAN - MECHANICAL
ROOM

NOVEMBER 19,  2015

100% CONSTRUCTION DOCUMENTS

 1/4" = 1'-0"
1

LARGE SCALE PLAN - MECHANICAL
ROOM - CW, HW, HWR, MV, O2, AND
SPKR PIPING

SOLAR WATER SUPPLY AND RETURN TO/FROM SOLAR COLLECTOR PANELS ON
ROOF.

1/2" CW DN TO TP-1 W/SOV. ELECTRONIC TRAP PRIMER, 120V/1P/60HZ, TYPICAL.

TMV-1

1-1/2" NATURAL GAS SERVICE, SEE PS100 FOR CONTINUATION

2" HW 140 DEG F DN FROM WH-1 AND WH-2.

2" HW 140 DEG F DN TO TMV-1.

2" HW DN TO TMV-1.

1-1/2" HWR DN TO TMV-1. HWR CP-1 ON RISER.

1-1/2" CW DN TO TMV-1.

3/4" CW DN TO ET-1.

1-1/2" NATURAL GAS DN TO WH-1 AND WH-2. 399 CFH EACH.

1-1/2" CW DN AND 1-1/2" HW TO AND FROM ST-1. PROVIDE NORMALLY CLOSED
VALVE.

4" FIRE WATER LINE FROM FIRE DEPARTMENT CONNECTION, SEE PS100 FOR
CONTINUATION.

4" FIRE WATER SERVICE, SEE PS100 FOR CONTINUATION.

HWR BALANCING VALVE.

FIRE WATER RISER.

NATURAL GAS ASSEMBLY WITH PRESSURE REGULATOR, SHUT-OFF VALVE,
MONITORING SYSTEM AND SEISMIC SHUT-OFF VALVE.

3"CW DOWN TO WATER METER.

2"CW RISER DOWN TO CONNECT TO ST-2/ WH-1 & 2 PIPING MANIFOLD.

1 1/2" CW & 1 1/2" HW DN TO ST-1.

3/4" NG TO FIREPLACE WITH SHUT-OFF VALVE. SEE DWG GI001, DEDUCT ALTERNATE
#3.

1

2

N

KEY PLAN

 1/4" = 1'-0"
2

LARGE SCALE PLAN - MECHANICAL
ROOM - WASTE AND VENT PIPING

N

4

5

6
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21
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HOT WATER SYSTEM

PP300

POLYTECH ASSOCIATES INC.

235 Pine Street, 17th Floor

San Francisco, CA 94104

TEL (415) 397-3117

FAX (415) 397-1517

B

A

C

D

E

F

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

EXPAND COMMUNITY LIVING CENTER

PHASE 1

2615 E. CLINTON AVE.  FRESNO, CA 93703-2223

570-218

POLYTECH ASSOCIATES INC.

235 Pine Street, 17th Floor

San Francisco, CA 94104

TEL (415) 397-3117

FAX (415) 397-1517

31

MT NS/GLOCTOBER 29, 2015

100% CONSTRUCTION DOCUMENTS
NOVEMBER 19, 2015
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PLUMBING WASTE,
DRAIN, AND VENT
PIPING PARITAL FLOOR
PLAN - NORTH WING
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 1/8" = 1'-0"

1

PLUMBING WASTE, DRAIN, AND VENT
PIPING PARTIAL FLOOR PLAN - NORTH
WING
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FOR CONTINUATION.

3"RWL UP
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FOR CONTINUATION.
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FOR CONTINUATION.

2"RWL UP
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ISLAND VENT
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KEY NOTES

PL102

PLUMBING WASTE,
DRAIN, AND VENT
PIPING PARITAL FLOOR
PLAN - WEST WING

NOVEMBER 19,  2015

100% CONSTRUCTION DOCUMENTS

 1/8" = 1'-0"
1

PLUMBING WASTE, DRAIN, AND VENT
PIPING PARTIAL FLOOR PLAN - WEST
WING

KEY PLAN

N

DEDUCT ALT #2 - REFER TO 1/AS201D.
a. PROVIDE ALL VTR'S (VENT THRU ROOF) AS SHOWN ON PL104.

CAP VENT PIPES 12" BELOW ROOF.
b. INSTALL ALL BELOW SANITARY LINES ONLY AND GROUND & 
FLOOR CLEANOUTS.

1

2

3

DEDUCT ALT #5 - REFER TO 2/AS201D.
a. PROVIDE ALL VTR'S (VENT THRU ROOF) AS SHOWN ON PL104.

CAP VENT PIPES 12" BELOW ROOF.
b. INSTALL ALL BELOW SANITARY LINES ONLY AND GROUND & 

FLOOR CLEANOUTS.

DEDUCT ALT #10 - REFER TO 3/AS201D.
a. PROVIDE ALL VTR'S (VENT THRU ROOF) AS SHOWN ON PL104.

CAP VENT PIPES 12" BELOW ROOF.
b. INSTALL ALL BELOW SANITARY LINES ONLY AND GROUND & 

FLOOR CLEANOUTS.
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PL103

PLUMBING NORTH
WING ROOF PLAN

NOVEMBER 19,  2015

100% CONSTRUCTION DOCUMENTS

N

KEY PLAN

 1/8" = 1'-0"
1

PLUMBING NORTH WING ROOF PLAN
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OUTLINE OF SOLAR
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PLUMBING WEST WING ROOF PLAN


